
DRINKING WATER MONITORING SCHEDULE

74DISTRICT

SANTA CRUZ COUNTY

Some older data may not be present in the database, and these are indicated in the schedule as
"DUE."  If these samples were taken, have your laboratory submit the data.  Since January 1,
2001, data have been required to be submitted directly to CDPH via electronic data transfer
(EDT).

If sampled after January 1, 2001, have your lab submit those data (and data prior to 2001 if
possible)   electronically as required  to CDPH via EDT.  Your laboratory can contact Anthony
Meeks in the CDPH Monitoring and Evaluation Unit  at (916) 449-5568 or at edt@cdph.ca.gov for
further information.  Changes in the monitoring notification documents will be seen in the next
update.

THE TELEPHONE NUMBER FOR THE LOCAL DRINKING WATER OFFICE IS:

(831) 454-3069

THE CALIFORNIA DEPARTMENT OF PUBLIC HEALTH (CDPH) MONITORING SCHEDULER LISTS
REQUIRED CONTAMINANT TESTING OF DRINKING WATER FOR PUBLIC WATER SYSTEMS IN
CALIFORNIA. THE SCHEDULE INCLUDES REQUIRED  UPCOMING TESTING, AND PAST DUE
REQUIRED.  IF NO TESTING IS LISTED ALL TESTING HAS BEEN WAIVED.

THIS INFORMATION IS VALID AS OF AUGUST 22, 2014.

UPDATES WILL BE REGULARLY PERFORMED REFLECTING CHANGES IN THE WATER
QUALITY MONITORING DATABASE.  THESE DOCUMENTS SHOULD BE CONSIDERED "DRAFT"
IN THAT THEY MAY CHANGE WITH SUBSEQUENT UPDATES AS NEW DATA ARE SUBMITTED,
OR AS MONITORING SCHEDULES ARE REVISED.  THIS MONITORING SCHEDULE SHOULD NOT
BE USED TO DETERMINE IF SYSTEMS ARE IN COMPLETE COMPLIANCE WITH MONITORING
REQUIREMENTS.  THE PURPOSE IS TO ASSIST SYSTEMS IN THEIR PLANNING FOR SAMPLING
EVENTS, AND VERIFICATION OF SCHEDULED MONITORING WITH CDHS RECORDS. 

Please be aware that the monitoring schedules do not reflect compliance with initial monitoring
for newly regulated constituents (such as MTBE), or constituents that require special monitoring
frequencies.  Specifically, the database is unable to accurately forecast the following for the
Monitoring Schedules:

The SOC frequency for large water systems serving over 3,300 people of 2 quarters every 3 years.
In addition, if you have been advised of any increased monitoring that is not reflected in the
Monitoring Schedule for a particular source, please contact your local Drinking Water office



System Number:

74District Number:

4400502
TROUT GULCH MUTUAL WATER COMPANY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400502-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400502-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 2 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400505
DAVID BRUCE WINERY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400505-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400505-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 3 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400517
LAKEVIEW APARTMENTS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400517-002
WELLSource Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 4 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400526
BIG REDWOOD PARK WATER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400526-007
MONTEVINA PIPELINESource Name:

007Source Number:
PURCHASED TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 5 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400528
LAUREL COMMUNITY LEAGUE

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400528-001
SPRINGSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400528-002
SPRING 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400528-003
WELL #1Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400528-004
WELL #2Source Name:

004Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 6 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400528
LAUREL COMMUNITY LEAGUE

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400528-005
WELL #3Source Name:

005Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400528-006
TREATMENT PLANTSource Name:

006Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 7 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400530
LAND OF MEDICINE BUDDHA

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400530-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400530-003
TREATMENT PLANTSource Name:

003Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 8 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400539
MANANA WOODS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400539-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400539-003
WELL #2Source Name:

003Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400539-004
TREATMENT PLANTSource Name:

004Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 9 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400543
R A FARMS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400543-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 10 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400557
ST FRANCIS TRACT WATER SYSTEM

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400557-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400557-003
WELL #3Source Name:

003Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 11 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400558
SAN ANDREAS MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400558-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400558-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400558-004
TREATMENT PLANTSource Name:

004Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400558-005
WELL #3Source Name:

005Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 12 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400559
SUMMIT MUTUAL WATER COMPANY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400559-001
STREAMSource Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400559-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400559-003
WELL -GWUDI - SURFACE INFLUENCESource Name:

003Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 13 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400560
BOSCH BAHA I SCHOOL

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400560-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400560-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 14 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400570
MOUNTAIN SUMMIT MUTUAL WATER SYSTEM

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400570-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400570-003
MONTEVINA PIPELINESource Name:

003Source Number:
PURCHASED TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 15 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400571
DAVENPORT COUNTY SANITATION

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400571-002
SAN VINCENTE CREEKSource Name:

002Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400571-003
MILL CREEK (OLD STREAM #2)Source Name:

003Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400571-004
TREATMENT PLANTSource Name:

004Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 16 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400572
FERN GROVE WATER CLUB

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400572-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400572-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400572-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 17 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400581
OLYMPIA MUTUAL WATER COMPANY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400581-001
SPRINGSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400581-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 18 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400582
PINE TREE LANE MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400582-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 19 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400585
RIDGEVIEW ESTATES MWC

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400585-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400585-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 20 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400595
VILLA DEL MONTE MWC

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400595-001
TREATMENT PLANTSource Name:

001Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400595-002
STREAMSource Name:

002Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400595-003
MONTEVINA PIPELINESource Name:

003Source Number:
PURCHASED TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 21 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400597
LA MADRONA ATHLETIC CLUB

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400597-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 22 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400598
PURESOURCE WATER, INC

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400598-003
WELL 2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400598-004
WELL 3Source Name:

004Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 23 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400599
SUNSET BEACH MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400599-001
WELL NO. 1Source Name:

001Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400599-003
WELL NO. 2Source Name:

003Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400599-004
PURCHASED WATER FROM WATSONVILLE-FINSHEDSource Name:

004Source Number:
PURCHASED TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 24 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400604
BRACKEN BRAE COUNTRY CLUB

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400604-001
STREAMSource Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400604-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400604-003
WELL #1Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 25 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400605
CRESTWOOD HEIGHTS WATER ASSN

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400605-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400605-003
WELL #2Source Name:

003Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 26 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400608
FOREST SPRINGS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400608-001
STREAMSource Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400608-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 27 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400611
JARVIS MUTUAL WATER SYSTEM

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400611-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 28 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400613
LAS COLINAS ROAD & WATER ASSN

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400613-002
WELL 1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400613-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 29 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400617
SUMMIT WEST MUTUAL WATER CO.

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400617-003
MONTEVINA PIPELINESource Name:

003Source Number:
PURCHASED TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 30 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400618
RIDGE MUTUAL WATER COMPANY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400618-001
400 FT ROAD WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400618-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400618-003
80 FT ROAD WELLSource Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400618-004
OLD RANCH WELLSource Name:

004Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 31 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400618
RIDGE MUTUAL WATER COMPANY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400618-005
MONTEVINA PIPELINESource Name:

005Source Number:
PURCHASED TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 32 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400619
ENCHANTED VALLEY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400619-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 33 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400621
RIVER GROVE MUTUAL WATER ASSN

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400621-001
STREAMSource Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400621-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 34 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400624
RANCHO CORRALITOS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400624-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 35 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400625
VISTA ROBLES ASSOCIATION

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400625-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 36 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400631
LAS CUMBRES MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400631-001
TREATMENT PLANTSource Name:

001Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400631-002
WELL 03Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400631-003
WELL 04Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400631-004
SPRINGS - SHORT RIDGESource Name:

004Source Number:
ACTIVE RAWSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 37 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400631
LAS CUMBRES MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400631-005
WELL 1Source Name:

005Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400631-006
WELL 5Source Name:

006Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400631-007
WELL 6Source Name:

007Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400631-008
SPRING - DEER CREEKSource Name:

008Source Number:
ACTIVE RAWSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 38 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400631
LAS CUMBRES MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400631-009
SPRING - KNUTHSource Name:

009Source Number:
ACTIVE RAWSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400631-010
WELL 7 (ADDED 4/2011)Source Name:

010Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 39 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400634
APTOS HILLS MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400634-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 40 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400639
SMITH ROAD MUTUAL WATER ASSN (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400639-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 41 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400640
PURISIMA MUTUAL WATER CO (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400640-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 42 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400641
MOON MEADOWS WATER COMPANY (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400641-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 43 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400642
CATHEDRAL WOODS MUTUAL WATER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400642-001
NORTH SPRING - SURFACE INFLUENCESource Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400642-003
SOUTH SPRING - SURFACE INFLUENCESource Name:

003Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400642-004
WELL #1Source Name:

004Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400642-005
TREATMENT PLANT - TREATEDSource Name:

005Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 44 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400643
RANCHO SOQUEL WATER SYSTEM (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400643-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 45 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400644
VISTA OAKS MUTUAL WATER (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400644-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 46 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400645
HIDDEN MEADOW MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400645-001
WELL 1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 47 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400647
LA CIMA MUTUAL WATER COMPANY (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400647-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 48 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400648
LAGUNITA MUTUAL WATER COMPANY (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400648-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 49 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400649
ZELBAR WATER ASSOCIATION (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400649-002
WELLSource Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 50 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400650
WHITING ROAD WATER SYSTEM (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400650-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 51 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400651
WHITE CALABASAS MWC (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400651-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 52 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400652
CATHEDRAL HILLS MWC, INC

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400652-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400652-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 53 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400654
SPRING VALLEY WATER ASSOC (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400654-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 54 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400655
CORRALITOS SPRINGS WATER CO (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400655-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 55 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400656
AGUA PUERCA MUTUAL WATER ASSN (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400656-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400656-002
WELLSource Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 56 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400657
EAST BEL MAR WATER COMPANY (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400657-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 57 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400658
PINECREST MUTUAL WATER CO (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400658-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 58 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400659
BLUFF RESIDENTS WATER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400659-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400659-002
WELL #2Source Name:

002Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 59 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400660
RANCHO SAN ANDREAS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400660-003
WELL #3Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 60 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400661
SENDA LADERA MWC - WOODSIDE (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400661-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 61 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400662
SANTA CRUZ MOUNTAIN PURE WC

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400662-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 62 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400663
SUN & SHADOW MUTUAL WATER CO (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400663-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 63 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400664
JARDINES DEL VALLE

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400664-001
WELL 1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400664-002
TREATMENT PLANT - MANGANESESource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 64 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400665
MEADOWRIDGE MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400665-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 65 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400667
EMERALD CITY MUTUAL WATER CO (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400667-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 66 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400668
SUNNY ACRES MWC (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400668-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 67 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400669
EL AGUA DEL OSO MWC (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400669-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 68 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400670
FREEDOM MUTUAL WATER COMPANY (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400670-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 69 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400683
MILKY WAY WATER SYSTEM (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400683-001
WELL 01Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 70 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400684
APTOS RIDGE MUTUAL WATER CO

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400684-001
WELL 1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 71 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400685
ENOS LANE WATER COMPANY (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400685-002
WELL 01Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 72 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400692
ALLAN LANE WATER ASSOCIATION

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400692-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 73 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400701
QUAKER CENTER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400701-001
STREAM #1Source Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400701-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 74 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400703
LITTLE BASIN CAMPGROUND

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400703-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400703-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 75 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400704
BOULDER CREEK SCOUT RESERV.

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400704-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 76 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400705
VAJRAYANA FOUNDATION

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400705-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400705-003
WELL #1Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 77 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400706
CAMP HAMMER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400706-001
STREAMSource Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400706-002
WELL 1Source Name:

002Source Number:
ACTIVE RAWSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400706-003
TREATMENT PLANTSource Name:

003Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 78 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400707
CAMP LINDBLAD

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400707-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 79 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400709
KOINONIA CONFERENCE GROUNDS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400709-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400709-003
HORIZONTAL WELL #1 ADDED 6/2002Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400709-004
HORIZONTAL WELL #2 ADDED 6/2002Source Name:

004Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 80 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400710
CAMP ST FRANCIS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400710-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400710-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 81 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400711
CAMP CHESEBROUGH

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400711-002
WELL #2Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 82 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400715
HIDDEN FALLS GIRL SCOUT CAMP

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400715-001
STREAMSource Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400715-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 83 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400717
KENNOLYN CAMP

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400717-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400717-002
WELL #2Source Name:

002Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400717-003
TREATMENT PLANTSource Name:

003Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 84 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400720
948 BROWNS VALLEY ROAD (SSWS)

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400720-001
SPRINGSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 85 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400721
SKYLARK RANCH GIRL SCOUT CAMP

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400721-003
WELL #1Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 86 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400723
MISSION SPRINGS CONFERENCE CENTER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400723-001
WELL 1Source Name:

001Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400723-002
CHLORINATORSource Name:

002Source Number:
STANDBY TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400723-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 87 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400725
COUNTY FAIRGROUNDS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400725-002
TREATMENT PLANT FOR WELL #1 - STANDBYSource Name:

002Source Number:
STANDBY TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400725-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400725-004
TREATMENT PLANT FOR WELL #2Source Name:

004Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 88 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400726
SEVENTH DAY ADVENTIST CAMP

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400726-001
NORTH WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400726-002
TREATMENT PLANT - NORTH WELLSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400726-003
SOUTH WELLSource Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400726-004
TREATMENT PLANT - SOUTH WELLSource Name:

004Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 89 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400750
APTOS HIGH SCHOOL

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400750-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

4400750-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400750-003
PURCHASED WATER - CENTRAL WATER DISTRICTSource Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 90 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400751
BONNY DOON SCHOOL

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400751-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400751-002
WELL #2Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 91 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400753
CABRILLO COLLEGE

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400753-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400753-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400753-003
PURCHASED WATER - SOQUEL CREEK WDSource Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400753-004
WELL #2Source Name:

004Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 92 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400753
CABRILLO COLLEGE

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400753-005
WELL #3 - PENDINGSource Name:

005Source Number:
PENDINGSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 93 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400754
MONTE VISTA CHRISTIAN SCHOOL

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400754-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400754-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 94 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400755
MONTEREY BAY ACADEMY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400755-002
TREATMENT PLANT FOR WELL #2Source Name:

002Source Number:
STANDBY TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400755-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400755-005
WELL #4Source Name:

005Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400755-006
TREATMENT PLANT FOR WELL #4Source Name:

006Source Number:
STANDBY TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 95 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400756
MOUNTAIN ELEMENTARY SCHOOL

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400756-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400756-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 96 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400757
SALSIPUEDES ELEMENTARY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400757-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 97 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400758
RENAISSANCE HIGH SCHOOL

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400758-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 98 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400762
SHERIFF S REHAB

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400762-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 99 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400763
BUENA VISTA MIGRANT CENTER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400763-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400763-002
TREATMENT PLANT - STANDBYSource Name:

002Source Number:
STANDBY TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 100 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400764
MOUNT MADONNA CENTER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400764-001
WELL #1(YAGNA)Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400764-002
TREATMENT PLANT #1Source Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400764-003
WELL #2 (INDIAN)Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400764-004
WELL #3 (SEMINAR)Source Name:

004Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 101 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400764
MOUNT MADONNA CENTER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400764-005
WELL #4 (NEW POND)Source Name:

005Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400764-006
WELL #5 (AZALEA)Source Name:

006Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400764-007
WELL #6Source Name:

007Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400764-008
TREATMENT PLANT #2Source Name:

008Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 102 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400774
SANTA CRUZ KOA CAMPGROUNDS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400774-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 103 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400800
BIG CREEK LUMBER COMPANY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400800-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400800-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 104 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400801
LOCKHEED MARTIN SPACE SYSTEMS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400801-001
LAKESource Name:

001Source Number:
ACTIVE RAWSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400801-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: S

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 105 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400803
SEQUOIA RETREAT CENTER

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400803-001
TREATMENT PLANTSource Name:

001Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400803-002
SPRINGSource Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 106 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400806
AVIZA TECHNOLOGY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400806-001
WELL RA-1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400806-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400806-003
WELL RA-2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400806-004
WELL RA-3Source Name:

004Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 107 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400806
AVIZA TECHNOLOGY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400806-005
PURCHASED WATER - SCOTTS VALLEYSource Name:

005Source Number:
PURCHASED UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 108 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400807
MT MADONNA INN RESTAURANT

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400807-001
WELLSource Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400807-002
TREATMENT PLANTSource Name:

002Source Number:
ACTIVE TREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 109 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400823
SPRING HILLS GOLF COURSE

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400823-003
WELLSource Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 110 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400825
ROARING CAMP RAILROAD INC

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400825-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400825-003
SPRINGSource Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 111 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400850
THE WILLOWS RESORT

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400850-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 112 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400851
KIM SON MONASTERY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400851-002
WELLSource Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400851-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 113 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400875
SANTA CRUZ WALDORF SCHOOL

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400875-001
TREATMENT PLANTSource Name:

001Source Number:
ACTIVE TREATEDSource Status:

Water type:

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400875-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400875-003
WELL #2Source Name:

003Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 114 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400900
EXPLORING NEW HORIZONS-SEMPERVIRENS

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400900-001
WELL #1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400900-002
WELL #2Source Name:

002Source Number:
STANDBY UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 115 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400902
GIZDICH HOME RANCH

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400902-001
WELL#1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 116 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400903
NARCONON VISTA BAY

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400903-001
WELL#2Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

4400903-002
WELL #1Source Name:

002Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 117 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)



System Number:

74District Number:

4400906
MYSTERY SPOT SNACK SHACK

DRINKING WATER MONITORING SCHEDULE -  DATA CURRENT AS OF AUGUST 22, 2014 
Santa Cruz County

TESTING
INTERVAL
(MONTHS)*

LAST TEST
DATE

(yyyy/mm/dd)

NEXT TEST
DATE

(yyyy/mm)
STORET
NUMBER

LAST RESULT
REPORTED

(831) 454-3069

System Name:

4400906-001
WELL#1Source Name:

001Source Number:
ACTIVE UNTREATEDSource Status:

Water type: G

PS Code:

INORGANIC

CHROMIUM, HEXAVALENT 00001032 DUE

08/25/2014 Page 118 of 118DRINKING WATER MONITORING SCHEDULE  -  DATA CURRENT AS OF AUGUST 22, 2014

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
I = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)


